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1.0 INTRODUCTION

On Tuesday, November 18, 2015, ECSi performed air pollution source testing of an ethylene oxide (EtO)
emission-control system operated by Sterigenics U.S., LLC. in Santa Teresa, New Mexico. The control
device tested was a Donaldson Abator catalytic oxidizer, which is currently used to control emissions from
two aeration rooms and thirteen sterilization chamber backvents. The purpose of the testing program was to
evaluate continued compliance with EPA requirements under the current National Emissions Standards for
Hazardous Air Pollutants (NESHAP), Subpart O - Ethylene Oxide Sterilization Facilities, and with
requirements in the facility’'s NSR Permit No. 0733-M15 issued by the New Mexico Environment Department
(NMED).
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2.0 EQUIPMENT

The EtO gas-sterilization system is comprised of thirteen commercial sterilizers, all discharging through dry
screw or liquid-ring vacuum pumps to a packed-tower Ceilcote acid scrubber emission control device. Two
aeration rooms and thirteen sterilization chamber backvents are all discharged to a Donaldson Abator
catalytic oxidizer emission-control device. The gas-sterilization and emission-control equipment consists of

the following:
. Thirteen Gas Sterilizers, each comprised of a steam-heated sterilization chamber (varying in size
from 13-30 pallet capacity), a dry screw or liquid ring recirculating vacuum pump chamber evacuation

system (“chamber vacuum vent”), and a backdraft valve (“chamber backvent”);

. Two aeration rooms and three aeration cells, each comprised of a heated aeration chamber and a

chamber exhaust system.

Sterilizer vacuum pump emissions are controlled by:

. One packed-tower Ceilcote chemical scrubber, equipped with a packed reaction/interface column, a
scrubber fluid recirculation system, a scrubber fluid reaction/storage tank, and a dedicated blower
exhaust system.

Aeration room and sterilizer backvent emissions are controlled by:

. One Donaldson EtO Abator catalytic oxidizer, 20,000 SCFM, equipped with a prefilter, a gas-fired

heater, an exhaust gas heat exchanger, a reactive catalyst bed, and an exhaust blower.
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3.0 TESTING

EtO source testing was conducted in accordance with the procedures outlined in USEPA CFR40, Part
63.365(d)(2). EtO concentration measurement for each test run was conducted simultaneously at the inlet
and outlet of the catalytic oxidizer during a one-hour interval of the 24-hour aeration process, and during the
15-minute sterilizer backvent duration. A total of three one-hour aeration test runs and one 15-minute

backvent test run were performed.

During aeration and backvent testing, EtO concentration at the inlet and the outlet of the catalytic oxidizer
was determined using direct source sample injection into the gas chromatograph (GC). All aeration and
backvent testing was performed using recently sterilized product. The testing program was conducted in

accordance with the procedures outlined in the following sections.
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4.0 RULE/COMPLIANCE REQUIREMENTS

The facility’s Donaldson Abator catalytic oxidizer system was tested to determine compliance with the current
federal EPA National Emissions Standards for Hazardous Air Pollutants (NESHAP) in 40 CFR Part 63,
Subpart O and the facility’s NSR permit. Applicable provisions in the NESHAP standard include Sections
63.362(d) and 63.363(b)(4)(i). Specifically, the current testing was performed to demonstrate continued

compliance with the following requirements:

. The emissions from the aeration process must be discharged to control equipment with an EtO
emission-reduction efficiency of at least 99.0% by weight. {Section 63.362(d)}

. The emissions from the sterilizer backvents must be discharged to control equipment with an EtO

emission-reduction efficiency of at least 99.0%. {NSR Permit Section A803 A.}

Testing is required to demonstrate compliance with these requirements. Source testing of the emission-

control device is required annually, in accordance with Federal EPA and NMED requirements.
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5.0 TEST METHOD REFERENCE

51 INTRODUCTION

EtO source testing was conducted in accordance with the procedures outlined in USEPA CFR40, Part
63.365(d)(2), using EPA Method 18 as specified in 40CFR, Part 60, Appendix A. EtO concentration
measurement for each test run was conducted simultaneously at the inlet and outlet of the catalytic oxidizer
during a one-hour interval of the 24-hour aeration process, and during the 15-minute sterilizer backvent

duration. A total of three one-hour aeration test runs and one 15-minute backvent test run were performed.

During aeration and backvent testing, EtO concentration at the inlet and the outlet of the catalytic oxidizer
was determined using direct source sample injection into the gas chromatograph (GC). All aeration and

backvent testing was performed using recently sterilized product.

Operation and documentation of process conditions were performed by personnel from Sterigenics using
existing monitoring instruments installed by the manufacturer on the equipment to be tested. In accordance
with the procedures established in USEPA CFRA40, Part 63, Subpart O, Section 63.363(b)(3), the following
parameter was recorded: catalyst bed operating temperature. Process condition data is recorded in Tables
1land2.

52 ETO CONTROL EFFICIENCY MEASUREMENT

During aeration and backvent testing, EtO concentration at the inlet and outlet of the catalytic oxidizer was
determined using direct source sample injection into the GC. Since the source gas flow is identical at the
inlet and outlet of the catalytic oxidizer control-efficiency of EtO during aeration and backvent was calculated
by comparing the concentration of EtO vented to the system inlet to the concentration of EtO vented from the

system outlet.

During backvent and aeration testing, vented gas was analyzed by an SRI, Model 8610, portable gas
chromatograph (GC), equipped with the following: dual, heated sample loops and injectors; dual columns;
and dual detectors. A flame ionization detector (FID) was used to quantify inlet EtO concentration, and a
photoionization detector (PID) was used to quantify low-level EtO concentration at the emission-control

device outlet.
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5.3 SAMPLE TRANSPORT

Source gas was pumped to the GC at approximately 1000 cubic centimeters per minute (cc/min) from the
sampling ports through two lengths of Teflon® sample line, each with a nominal volume of approximately 75
cubic centimeters (cc) and an outer diameter of 0.25 inch. At the inlet, the sampling port was located in the
aeration discharge duct, upstream of the oxidizer. At the outlet of the catalytic oxidizer, sampling ports were

located in the exhaust stack downstream of the catalyst bed.
54 GC INJECTION

Source-gas samples were then injected into the GC which was equipped with two heated sampling loops,
each containing a volume of approximately 2cc and maintained at 100 degrees Celsius (C). Injections
occurred at approximately one-minute intervals during backvent testing, and at approximately five-minute

intervals during aeration testing. Helium was the carrier gas for both the FID and PID.
5.5 GC CONDITIONS

The packed columns for the GC were both operated at 80 degrees C. The columns were stainless steel, 6
feet long, 0.125 inch outer diameter, packed with 1 percent SP-1000 on 60/80 mesh Carbopack B.

During the analysis, the FID was operated at 250 degrees C. The support gases for the FID were helium
(99.999% pure), hydrogen (99.995% pure) and air (99.9999% pure). Any unused sample gas was vented

from the GC system back to the inlet of the control device being tested.
5.6 CALIBRATION STANDARDS

The FID was calibrated for mid-range part-per-million-by-volume (ppmv) level analysis using gas proportions

similar to the following:
1) 100 ppmv EtO, balance nitrogen
2) 50 ppmv EtO, balance nitrogen (audit gas)
3) 10 ppmv EtO, balance nitrogen

4) 1 ppmv EtO, balance nitrogen

The PID was calibrated for low-range ppmv level analyses using gas proportions similar to the following:
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1) 100 ppmv EtO, balance nitrogen

2) 50 ppmv EtO, balance nitrogen (audit gas)
3) 10 ppmv EtO, balance nitrogen

4) 1 ppmv EtO, balance nitrogen

Each of these calibration standards was in a separate, certified manufacturer's cylinder. Copies of the

calibration gas laboratory certificates are attached as Appendix G.

5.7 SAMPLING DURATION

Backvent testing consisted of a one 15-minute test run, which encompassed the entire duration of a single
cycle of the backvent process. Since aeration is a 24-hour process at this facility, with constant discharge
flow from the aeration chambers to the Donaldson Abator emission-control system, aeration testing

consisted of three (3), 1-hour test runs. Each test run was performed with freshly sterilized product in the

sterilization chambers and/or aeration rooms.
5.8 CONTROL-EFFICIENCY CALCULATIONS

Control efficiency of EtO was calculated for backvent and aeration. Results of the control-efficiency testing

are presented in Section 8.0, and in Tables 1 and 2.
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6.0 TEST SCENARIO

Backvent and aeration testing was performed during normal process load conditions. One backvent test run
and three aeration test runs were conducted in series to verify the performance of the emission-control

device. The testing schedule was as follows:

1) Testing equipment was set up and calibrated.

2) Backvent Test Run #1 was conducted with freshly sterilized product in sterilization chamber.
Sampling was performed at the inlet and the outlet of the catalytic oxidizer.

3) Aeration Test Run #1 was conducted with freshly sterilized product in aeration. Sampling was
performed at the inlet and the outlet of the catalytic oxidizer.

4) Aeration Test Run #2 was conducted with freshly sterilized product in aeration. Sampling was
performed at the inlet and the outlet of the catalytic oxidizer.

5) Aeration Test Run #3 was conducted with freshly sterilized product in aeration. Sampling was
performed at the inlet and the outlet of the catalytic oxidizer.

6) Post calibration check was performed, testing equipment was packed.

8 FCS



7.0 QAIQC

7.1 FIELD TESTING QUALITY ASSURANCE

At the beginning of the test, the sampling system was leak checked at a vacuum of 15 inches of mercury.

The sampling system was considered leak free when the flow indicated by the rotameters fell to zero.

At the beginning of the test, a system blank was analyzed to ensure that the sampling system was free of
EtO. Ambient air was introduced at the end of the heated sampling line and drawn through the sampling
system line to the GC for analysis. The resulting chromatogram also provided a background level for non-
EtO components (i.e. ambient air, carbon dioxide, water vapor) which are present in the source gas stream
due to the ambient dilution air which is drawn into the emission-control device, and due to the destruction of
EtO by the emission-control device which produces carbon dioxide and water vapor. This chromatogram,
designated AMB, is included with the calibration data in Appendix A.

7.2 CALIBRATION PROCEDURES

The GC system was calibrated at the beginning and conclusion of each day's testing. Using the Peaksimple
Il analytical software, a point-to-point calibration curve was constructed for each detector. A gas cylinder of
similar composition as the calibration gases, but certified by a separate supplier, was used to verify

calibration gas composition and GC performance.

All calibration gases and support gases used were of the highest purity and quality available. A copy of the

laboratory certification for each calibration gas is attached as Appendix G.
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8.0 TEST RESULTS

The catalytic oxidizer was found to have an average EtO control efficiency of 99.95% for the backvent
process, and 99.98% for the aeration process. During backvent and aeration testing the catalytic oxidizer
was operated at 281 degrees F (i.e., bed outlet temperature). In accordance with state and federal
requirements, backvent and aeration discharge streams must be vented to control equipment with an EtO
emission-reduction efficiency of at least 99 percent by weight. The facility’s Donaldson Abator catalytic

oxidizer met this requirement.

The test results are summarized in Tables 1 and 2. These tables include results for EtO control efficiency of
the emission-control device for backvent and aeration. Chromatograms and chromatographic supporting
data are attached as Appendices A through E. Copies of field data and calculation worksheets are attached

as Appendix F.
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TABLE 1
ETHYLENE OXIDE CONTROL EFFICIENCY - BACKVENT
OF AN ETHYLENE OXIDE EMISSION CONTROL DEVICE
OPERATED BY STERIGENICS U.S,, LLC.
IN SANTA TERESA, NEW MEXICO
ON NOVEMBER 15, 2016

CYCLE INJECTION INLET ETO OUTLET ETO ETO CONTROL
PHASE TIME CONC. (PPM)(1) CONC. (PPM)(2) EFFICIENCY
Backvent(3) 934 50.2 0.01 99.9801
Backvent 935 272 1.31 99.5184
Backvent 936 99.7 0.01 99.9900
Backvent 937 81.6 0.01 99.9877
Backvent 939 77.1 0.01 99.9870
Backvent 940 77.3 0.01 99.9871
Backvent 941 82.5 0.01 99.9879
Backvent 942 76.6 0.01 99.9869
Backvent 943 76.7 0.01 99.9870
Backvent 944 76.2 0.01 99.9869
Backvent 945 75.5 0.01 99.9868
Backvent 947 4.7 0.01 99.9866
Backvent 948 73.9 0.01 99.9865

TIME-WEIGHTED AVERAGE: 91.8 0.1100 99.9507

NMED REQUIRED CONTROL EFFICIENCY: 99%
Notes:

(1) - PPM = parts per million by volume

(2) - 0.01 ppm is the quantification limit for the detector used at the outlet.

(3) - The backvent phase test run started at 9:33, ended at 9:48.

(4) - The average catalyst bed temperature recorded during the test run was 281 degrees F.
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TABLE 2
ETHYLENE OXIDE CONTROL EFFICIENCY - AERATION
OF AN ETHYLENE OXIDE EMISSION CONTROL DEVICE
OPERATED BY STERIGENICS U.S., LLC.
IN SANTA TERESA, NEW MEXICO
ON NOVEMBER 15, 2016

RUN INJECTION INLET ETO OUTLET ETO ETO CONTROL
NUMBER TIME CONC. (PPM)(1) CONC. (PPM)(2) EFFICIENCY

1(3) 949 74.6 0.01 99.9866
1 954 72.3 0.01 99.9862
1 959 68.3 0.01 99.9854
1 1004 69.5 0.01 99.9856
1 1009 110 0.01 99.9909
1 1014 72.8 0.01 99.9863
1 1019 69.3 0.01 99.9856
1 1024 65.4 0.01 99.9847
1 1029 64.0 0.01 99.9844
1 1034 63.6 0.01 99.9843
1 1039 62.9 0.01 99.9841
1 1044 60.4 0.01 99.9834
2(4) 1049 60.5 0.01 99.9835
2 1054 59.4 0.01 99.9832
2 1059 59.5 0.01 99.9832
2 1104 59.7 0.01 99.9832
2 1109 59.5 0.01 99.9832
2 1114 59.7 0.01 99.9832
2 1119 59.9 0.17 99.7162
2 1124 60.2 0.01 99.9834
2 1129 58.0 0.01 99.9828
2 1134 55.6 0.01 99.9820
2 1139 55.0 0.01 99.9818
2 1144 54.7 0.01 99.9817
3(5) 1149 54.2 0.01 99.9815
3 1154 54.2 0.01 99.9815
3 1159 53.0 0.01 99.9811
3 1204 53.4 0.01 99.9813
3 1209 53.5 0.01 99.9813
3 1214 52.9 0.01 99.9811
3 1219 53.1 0.01 99.9812
3 1224 49.9 0.01 99.9800
3 1229 49.5 0.01 99.9798
3 1234 48.6 0.01 99.9794
3 1239 50.2 0.01 99.9801
3 1244 44.9 0.01 99.9777

TIME-WEIGHTED AVERAGE: 60.34 0.0144 99.9756

NMED REQUIRED CONTROL EFFICIENCY: 99%

Notes:

(1) - PPM = parts per million by volume

(2) - 0.01 ppm is the quantification limit for the detector used at the outlet.

(3) - Aeration Phase Test Run #1 started at 9:48, ended at 10:48.

(4) - Aeration Phase Test Run #2 started at 10:48, ended at 11:48.

(5) - Aeration Phase Test Run #3 started at 11:48, ended at 12:48.

(6) - During aeration testing, the average recorded catalyst bed temperature was 280 deg F
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APPENDIX A
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Daaiiaddly ARt 2

Peak Name Start

AHON-

Dead Vol / Air 0.000
Ambient H20 0.350
Ethylene Oxide 0.500
Acetaldehyde 0.600
CO2 0.800

End

0.350
0.500
0.600
0.800
1.000

Calibration Int.Std Units
0.000
0.000
C:\peak359\1Ster0.00016.qppm
0.000
0.000



Calibration file: C:\peak359\1SterST2016.cal
AREA

38

Avg slope of curve: 0.39

Y-axis intercept: 0.00

Linearity: 1.00

Number of levels: 4

SD/rel SD of CF's: 0.2/66.7

Y=0.3896X

r2: 1.0000

Last calibrated: Mon Nov 14 13:53:49 2016

Lvi.Area/ht. Amount CF

0.000 0.000 0.000
0.430 1.100 0.391
4,010 10.100 0.397
38.100 100.000 0.381

W =

Current

0430
4.010
38.100

AMOUNT INJECTED

Previous #1Previous #2
N/A N/A
N/A N/A
N/A N/A
N/A N/A

100.000
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Peak Name Start

Ul B W g~

Dead Vol / Air  0.000
Ambient H20 0.350
Ethylene Oxide 0.500
Acetaldehyde 0.600
Cco2 0.800

End

0.350
0.600
0.600
0.800
1.000

Calibration Int.Std  Units
0.000
0.000
C\peak359\2Ster0.00016.qppm
0.000
0.000



Calibration file: C:\peak359\2SterST2016.cal
AREA

149

0.000 AMOUNT INJECTED 100.000

Avg slope of curve: 1.54
Y-axis intercept: 0.00
Linearity: 1.00

Number of levels: 4

SD/rel SD of CF's: 0.8/66.7

Y=1.5358X

r2: 1.0000

Last calibrated: Mon Nov 14 13:53:06 2016

Lvi. Area/ht. Amount CF Current Previous #1Previous #2
1 0.000 0.000 0.000 0.000 N/A N/A

2 1.730 1.100 1.573 1.730 N/A N/A

3 15.600 10.100 1.545 15.600 N/A N/A

4 149.000 100.000 1.490 149.000 N/A N/A
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Client: Sterigenics - Santa Teresa Client: Sterigenics - Santa Teresa
Client ID: PreCal Client ID: PreCal
Analysis date: 11/14/2016 13:22:56 Analysis date: 11/14/2016 13:22:56
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem ~ Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-Amb.CHR (c:\peak359) Data file: 2SterST2016-Amb.CHR (c:\peak359)
Sample: Ambient Background Sample: Ambient Background
Operator: D. Kremer Operator: D. Kremer
o +3.200 32000 o 32.000
; T
I i
Dead Vol / Al l
Dead Vol / A 194400250 k 0.0000¢ |
L
Ambilent H20 0.4745/0.416 I 10.0000/ Ambient H20 | J
I ¥
l J
{ I
i
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.250 1.9440  0.0000 Dead Vol / Air 0.183 16.72565  0.0000
Ambient H20 0.416 0.4745 0.0000 Ambient H20 0.433 1495520 0.0000
24185 0.0000 166.2775  0.0000

Inks



~ Client: Stéﬁgenics - Santa Teresa ~ Client: é’ieﬁgenics - Santa Teresa
Client ID: PreCal Client ID: PreCal
‘Analysis date: 11/14/2016 13:25:44 Analysis date: 11/14/2016 13:25:44
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: et02-100.cpt
Data file: 1SterST2016-C01.CHR (c:\peak359) Data file: 2SterST2016-C01.CHR (c:\peak359)
‘Sample: 1.10 ppm EtO std Sample: 1.10 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
-0:400 4.000 -6.400 64.000
Inkts G External/Units
Jead Vol / Ar 0.1420/0.033 i 0.00007 |
i Dead Vot / Aic {4 77400083 i 0.0000/
| % |
Arntient H20 i25755-'0.400 I 0.0000/
Ettylane Oxide 0.4260/0.550 I 0.0000/ppm  Ethylena Oxida \) 170700550 I 0
Acetakdehyde }04530’0.766 g 0.0000/
{ | |
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.033 0.1420  0.0000 Dead Vol / Air 0.083 47740  0.0000
Ethylene Oxide 0.550 0.4260  0.0000 ppm Ambient H20 0.400 257556  0.0000
Ethylene Oxide 0.550 1.7070  0.0000 ppm
0.5680  0.0000 Acetaldehyde 0.766 0.4580 0.0000
9.5145 0.0000
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Client. Sterigenics - Santa Teresa Client: Sterigenics - Santa Teresa

Client ID: PreCal Client ID: PreCal
Analysis date: 11/14/2016 13:27:12 Analysis date: 11/14/2016 13:27:12
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100_tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C02.CHR (c:\peak359) Data file: 2SterST2016-C02.CHR (c:\peak359)
Sample: 1.10 ppm EtO std Sample: 1.10 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
0.400 4.000 6,400 64.000
mits G Extemal/Units
Jead Vol / Air 0.2050/0.050 I 0.0000/ Dead Vol /Al {]j 6.6790/0.050 ; 10.0000/
l- : 1
i Ambient H20 3.8490/0.450, I 0.0000/
Ethvlens Ordde 0.4215/0.550 I {B.0000KPM  Efiene Owde A 1747010566 I 0.0000ippm
I ’ Acetaidehyde 4.1620/0.683 I 6.0000/
I | I
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.050 0.2080  0.0000 Dead Vol / Air 0.050 6.6790  0.0000
Ethylene Oxide 0.550 0.4215  0.0000 ppm Ambient H20 0.450 3.8490 0.0000
Ethylene Oxide 0.566 1.7470  0.0000 ppm
0.6305 0.0000 Acetaldehyde 0.683 4.1620  0.0000

16.4370  0.0000



Client:

Client iD:
Analysis date:
Method:
Description:
Column:
Carrier:
Temp. prog:
Components:
Data file:

Sterigenics - Santa Teresa

PreCal

11/14/2016 13:31:24

Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B

HELIUM

eto-100.tem

eto1-100.cpt

1SterST2016-C03.CHR (c:\peak359)

Client: Sterigenics - Santa Teresa
Client ID: PreCal
Analysis date: 11/14/2016 13:31:24
Method: Direct injection
Description: CHANNEL 2 - PID,
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data file: 2SterST2016-C03.CHR (c:\peak359)

Sample: 10.1 ppm EtO std Sample: 10.1 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
-0.800 8.000 -12.800 128.000
s Cx . ExternalUnits
Jead Vol | Alr 9.1435/0.033 H 0.0000/ Dead Vol/ Alr 4.25600.065 : 0.0000/
I Ambient H20 4.0910/0.400 I 10 0000/
Ethylene Oride > 40430/0.550 I 0.000upprm  Etfwiens 0o ) 1521080533 I b.GDWIppm,
I Acataidehyde 0.5120/0.650 ] 0.0000/
‘zy co2 0.0790/6.850 { 0.0000/
]
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.033 0.1435  0.0000 Dead Vol / Air 0.066 4.2560  0.0000
Ethylene Oxide 0.550 4.0430  0.0000 ppm Ambient H20 0.400 40910  0.0000
Ethylene Oxide 0.533 15.2105  0.0000 ppm
4.1865  0,0000 Acetaldehyde 0.650 0.5120 0.0000
Co2 0.850 0.0790  0.0000
24.1485  0.0000
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Client: Sterigenics - Santa Teresa

SRS L ECAR LIRS

Client:

e i

Sterigenics - Santa Teresa

Client ID: PreCal Client ID: PreCal
Analysis date: 11/14/2016 13:33:21 Analysis date: 11/14/2016 13:33:21
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID.
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C04.CHR (c:\peak359) Data file: 2SterST2016-C04.CHR (c:\peak359)
Sampile: 10.1 ppm EtO sid Sample: 10.1 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
-0.800 8.000 -12.800 128.000
; mits  Ce Inits
Dead Vol /A 7.9430/0.083 i 00000/
l Ambient H20 36750/0,383 % 0.0000/
Ethylene Ondde > 3.5700/0.566 I 0.0000/ppm  Efftylene Onide 15.9270/0.550 I 0.
I Acetzidehyde 0.0985/0.700 I 10.0000/
L co2 0.6020/0.816 I 0.0000/
Component  Retention Area External Units Component  Retention Area External Units
Ethylene Oxide 0.566 3.9700  0.0000 ppm Dead Vol / Air 0.083 7.9430  0.0000
Ambient H20 0.383 3.6750  0.0000
3.9700 0.0000 Ethylene Oxide 0.550 15.9270 0.0000 ppm
Acetaldehyde 0.700 0.0985 0.0000
COo2 0.816 0.6020  0.0000
28.2455  0.0000



Inits

2.0000/

0.0000/ppm

0.0000/

0.0080/
0.0000/

éli;ﬁt Sterigenics - Santa Teresa Cﬂenjt gtg;iéenics - Santa Teresa
Client ID: PreCal Client ID: PreCal
Analysis date: 11/14/2016 13:36:20 Analysis date: 11/14/2016 13:36:20
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier;"HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C05.CHR (c¢:\peak359) Data file: 2SterST2016-C05.CHR (c:\peak359)
Sample: 100 ppm EtO std Sample: 100 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
6400 64.000 o -51.200 512,000
ead Vol /Al 02145/0.050 ’ 0.00007 - A S10m083
{ |
| l
I 1
Ethylens Oxide > 39.0070/0.566 I 0.0000ppm  Ethyiens Oxide ? 147 679010550 I }'
l Acetakiehyde 0.1610/0.700 !
- unknown 0.0820/0.800 J‘
‘ I
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.050 0.2145 0.0000 Dead Vol / Air 0.083 8.6510  0.0000
Ethylene Oxide 0.566 39.0070  0.0000 ppm Ethylene Oxide 0.550 147.0790  0.0000 ppm
Acetaldehyde 0.700 0.1610  0.0000
39.2215 0.0000 C0o2 0.883 0.2450  0.0000

156.1360 0.0000
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Client:

¢ s

Clien‘;: Sterigenics - Santa Teresa Sterigenics - Santa Teresa
Client ID: PreCal Client ID: PreCal
Analysis date: 11/14/2016 13:38:52 Analysis date: 11/14/2016 13:38:52
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C06.CHR (c:\peak359) Data file: 2SterST2016-C06.CHR (c:\peak359)
Sample: 100 ppm EtO std Sample: 100 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
5.400 64,000 51200 512,000
s C Extarnal/Units
H T
1 Dead Vol 7 Ak 4.51200.083 1 0.0000/
Dead Vol 1 Aic 02580/0.216 % 0.0000/ {
lT unknown 2.9480/0.350 *‘v{ 0.0000/
1
Ethylens Oxide > 3722400.550 I 00000ppm  Efene Oide ? 150.694000.533 i 0.0000/ppm
T
l Acstaidehyde 0.229080.733 il 0.0000/
!’ coz2 027201883 {' 0.0000/
Component  Retention Area External Component  Retention Area External  Units
Dead Vol / Air 0.216 0.2580 0.0000 Dead Vol / Air 0.083 45120  0.0000
Ethylene Oxide 0.550  37.2240  0.0000 ppm’ Ethylene Oxide 0.533 150.8940  0.0000 ppm
Acetaldehyde 0.733 0.2290 0.0000
37.4820  0.0000 C0O2 0.883 0.2720 0.0000
155:9070 | 0.0000
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Client: Sterigenics - Santa Teresa Client: Sterigenics ~ Santa Teresa
Client ID: PreCal Client ID: PreCal
Analysis date: 11/14/2016 13:52:07 Analysis date: 11/14/2016 13:52:07
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C07.CHR (c:\peak359) Data file: 2SterST2016-C07.CHR (c:\peak359)
Sample: 48.8 ppm EtO std Sample: 48.8 ppm EtO std
Operator: D. Kremer Operator; D. Kremer
-6.400 64.000 -25.600 266.000
o mnits  Co Extemal/Units
Dead Vol / Alr 0.14150.033 1 0.0000/ ]
Dead Vol / Ar 4.2535f0.083 J 10,0000/
I unknown 1.4600/0.350 I (00000
Ethylone Oxida > 18.9810/0.566 I 48.7134/ppm  Ettyens Oxide i P T5T7200.550 I |
Acetaldehyde Q.9865/0.766 I 10.0000/
co2 0.1180/0.883 0.0000/
co2 0.1750/0.950 { 0.0000/ l’
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.033 0.1415 0.0000 Dead Vol / Air 0.083 4.2535 0.0000
Ethylene Oxide 0.566 18.9810 48.7134 ppm Ethylene Oxide 0.550 75.7720 49.3384 ppm
co2 0.950 0.1750  0.0000 Acetaldehyde 0.766 0.1865  0.0000
Cco2 0.883 0.1180  0.0000
19.2975 48.7134
80.3300 49.3384
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: Sterigenics - Santa Teresa - '('3‘I-i-ent: Ste;ié;enics - Santa Teresa
Client 1D: PreCal Client ID: PreCal
Analysis date: 11/15/2016 08:00:54 Analysis date:- 11/15/2016 08:00:54
Method: Direct injection Method: Direct Injection
Description: CHANNEL 1 - FID Description; CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C08.CHR (c:\peak359) Data file: 2SterST2016-C08.CHR (c:\peak359)
Sample: 48.8 ppm EfO std Sample: 48.8 ppm E{Q std
Operator: D. Kremer Operator: D. Kremer
-6.400 64.000 -25.600 256.000
ntts  C , ExtornatiUnits
Jead Vol Ak 0.2460/0.033 0.0000/ Dead Vol I AF 9 5790/0.066 ; 0.0000/
I Ambient H20 2.1265/0.400 I 0.0000/
Ethlne Oxde > 18728010550 I |48.0641ppm  Etflons Oxddo ? 74.1196/0.533 I 48,262 ppm
I Acetaldehyde 0.0930/0.733 l 0.0000/
{ co2 0.16650.833 { lo.c000/
Component Retention Area External Units Component  Retfention Area External  Units
Dead Vol / Air 0.033 0.2460  0.0000 Dead Vol / Air 0.066 95790  0.0000
Ethylene Oxide 0.550 18.7280 48.0641 ppm Ambient H20 0.400 21265 0.0000
Ethylene Oxide 0.533 74.1190 48.2621 ppm
18.9740 48.0641 Acefaldehyde 0.733 0.0930  0.0000
co2 0.833 0.1665 0.0000

86.0840 48.2621
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Client: Sterigenics - Santa Teresa Client: Sterigenics - Santa Teresa
Client ID: PostCal Client ID: PostCal
Analysis date: 11/15/2016 12:45:27 Analysis date: 11/15/2016 12:45:27
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-C09.CHR (c:\peak359) Data file: 25terST2016-C09.CHR (c:\peak359)
Sample: 48.8 ppm EtO std Sample: 48.8 ppm EtO std
Operator: D. Kremer Operator: D. Kremer
-£6.400 84.000 -25.600 256.000
Inlts  C . Extemalinits
Deact Vol A 0-1660/0.050 0-0000r Dead Vol TAK 14536000083 { 0.0000/
I Armbient H20 0.13950.400 I 8.0000/
Zthyiene Ovide > 18.8860/0.550 I l4s.4695ppm  EtMyiens Oride | Dsssmnss I l49.4104/ppm
I Acstadehyde 0.1385/0.766 } 0.0000¢
co2 0.4980/0.816 0.0000/
Co2 0.1875/0.933 } 0.0000f ! }r
Component  Retention . Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.050 0.1660  0.0000 Dead Vol / Air 0.083 14.5360  0.0000
Ethylene Oxide 0.550. 18.8860. 48.4696 ppm Ambient H20, 0.400 0.1395.  0.0000.
co2 0.933 0.1875  0.0000 Ethylene Oxide 0.533 75.8825 494104 ppm
Acetaldehyde 0.766 0.1385  0.0000
19.2395 48.4696 Co2 0.816 0.4980  0.0000
91.1945 494104
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Run #1 Chromatograms — Backvent
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Client: Sterigenics - Santa Teresa
Client ID: Backvent
-Analysis date: 11/15/2016 09:34:29
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1%-SP-1000, Carbopack-B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-B01.CHR (c:\peak359)
Sample: Abator Infet
Operator: D. Kremer

-3.200

Client: Sterigenics - Santa Teresa
Client ID; Backvent
Analysis date: 11/15/2016 09:34:29
Method: Direct Injection
Description: CHANNEL 2 - PID
-Column: 1% -SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-B01.CHR (c:\peak359)
Sample: Abator Outfet
Operator: D. Kremer

32.000 <6.400 64.000
[~ C . - Extematiunis
Dead Vol / Alr /1148910085 ) 0.c000/

Dead Vol/ Aic 1.7610/0233 0.0000/ {<

I AmblentH20 “‘\ 18265700400 I . 0.0000/
Ethylene Oxide > 19.569040.566 I ] 50.2225(ppn I I

Component  Retention Area External Units Component  Retention Area External Units

Dead Vol / Air 0.233 1.7610 0.0000 Dead Vol / Air 0.066 14.8910  0.0000
Etfiylene Oxide 0.566 19.5690 502225 ppm Ambient HZO' 0400 1826570 0.0000

21.3300 50.2225

197.5480  0.0000
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Sterigenics - Santa Teresa
Backvent

17115/2016 09:35:35
Direct Injection

CHANNEL 2 - PID

1% SP-1000, Carbopack B
HELIUM

efo-100.tem

eto2-100.cpt
25terST2016-B02.CHR (c:\peak359)
Abator Ouffet

D. Kremer

£4.600

oGo0ar e

0.0000/

0.0000/

1.3062/ppm
0.0000/

0.0000/

Client: Sterigenics - Santa Teresa Chen-t
Client ID: Backvent - Client ID:
Analysis date: 11/15/2016 09:35:35 Analysis date:
Method: Direct Injection Method:
Description: CHANNEL 1 - FID Description:
Column: 1% SP-1000, Carbopack B Column:
Carrier: HELIUM Carrier:
Temp. prog: eto-100.tem Temp. prog:
Components: eto1-100.cpt Components:
Data file: 1SterST2016-B02.CHR (c:\peak359) Data file:
Samplé: Abator Inlet Sample:
Operator: D. Kremer Operator:

o -12.800 128.000 e o -6.400

Dead Vol / Ak 1.7650/0.233 0.0000/ <

Dead Vol / Alr
I Ambient H20
Ethylene Oxide >105271m0.553 I 272737 11ppm mm
| -

Component  Retention Area External Units Component

Dead Vol / Air 0.233 1.7650  0.0000 Dead Vol / Air

Ethylene Oxide 0583 106.2710 272.7371 ppm Ambient H20
Ethylene Oxide

108.0360 272.7371 Acetaldehyde

Retention Area External Units
0.283 6.0445 0.0000
0.416 23.3950 0.0600
0.550 2.0060 1.3062 ppm
0.733 1.0050 0.0000

32.45056  1.3062
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Client: Sterigenics - Santa Teresa :

Client: Sterigenics - Santa Teresa
Client ID: Backvent Client ID: Backvent
Analysis date: 11/15/2016 09:36:54

Analysis date: 11/15/2016 09:36:54
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID

Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-B03.CHR (c:\peak359) Data file: 2SterST2016-B03.CHR (c:\peak359)
Sample: Abator Infet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
-£.400 64.000 -6.400 64.000
C hits G smaltinks
Dead Vol/Ar A 116.5680/0.050 0.0000/
Dgad Vol/ Ar 1.7520/0.250 0.0000/ i
:{ Amblent H20 “l‘ 183.24500.416 I 0.0000/
Ethylene Ondde > 36.4970/0.583 I } |93.66700pen ‘\‘ II
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7520  0.0000 Dead Vol / Air 0.050 16.5680  0.0000
Ethylene Oxide 0.583 364970 93.6670 ppm Ambient H20 0416 183.24560 0.0000
38.2490 93.6670

199.8130  0.0000
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Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:37:59
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-B04.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

£.400

Dead Vol  Alr 1.7820/0233

00000/

81.5868/ppm

Component  Retention Area

Dead Vol / Air 0.233

1.7820  0.0000
Ethylene Oxide 0.566

33.5720 81.5868

External Units

31.7900 81.5868 ppm
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Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:37:59
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-B04.CHR (c:\peak359)
Sample: Abator Outiet
Operator: D. Kremer

193.7085  0.0000

-6.480 64.000
o Extemaliinits
Dead Vol /AF 7| 18.23200.050 ! 0.0000/
X
Amblent H20 i 175.4765/0.400 I 0.6000/
Component  Retention Area External Units
Dead Vol / Air 0.050 18.2320  0.0000
Ambient H20 0400 1754765 0.0000



Client; Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:39:05
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-B05.CHR (c:\peak359)
Sample: Abator Iniet
Operator: D. Kremer

£6.400

64.600

Inis  emnnnont

Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:39:05
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-B05.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

Dead Vol At 1.7830/0.233

Ethylenie Oxide > 30.0560/0.566 I 1

10.0000/

77.1366/ppm

Component  Retention Area External  Units

Dead Vol / Air 0.233 1.7830

0.0000
Ethylene Oxide 0.566

31.8390 77.1366

30.0560 77.1366 ppm

64.600
17.2815/0.600

Ambient H20

171.767010.400 I 0.0000/

Component  Retention Area External Units

Ambient H20 0.400 1717670 0.0000

171.7670  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:40:17
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-B06.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:40:17
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-B06.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

6400 64600 6400 64960
c Ints  Gommnent 15 37800 Y
Dead Vol / Alr 177708233 0.0000/ : <
FR<

I Ambient H20 1 178278510400 I 5.0000/

Ethylene Oxide > 30.1200/0.566 I 1 77.3009/ppm "«‘ I 1
Component  Retention Area External  Units Component  Retention Area External  Units
Dead Vol / Air 0.233 1.7770  0.0000 Ambient H20 0400 1782795  0.0000
Ethylene Oxide 0.566 30.1200 77.3009 ppm
178.2795  0.0000
31.8970 77.3009



Client: Sterigenics - Santa Teresa Client: Sterigenics - Santa Teresa
Client ID: Backvent Client ID: Backvent
Analysis date: 11/15/2016 09:41:22 Analysis date: 11/15/2016 09:41:22
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem

Carrier: HELIUM
Temp. prog: eto-100.tem
Components: etot-100.cpt

Components: eto2-100.cpt
Data file: 1SterST2016-B07.CHR (c:\peak359) Data filte: 25terST2016-B07.CHR (c:\peak359)
Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
6400 64.600 6400 84,000
o B o 1977350 GG e
Dead Vol / Air

Il 1
/
1.7530/0.250 0.0000/ i
L d
I Ambient H20 179.1520/0.400 I 0.0000/
Ethylene Oxde > 32.128010.566 I |

Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7530  0.0000 Ambient H20 0.400 179.1520 0.0000
Ethylene Oxide 0.566 32.1280 82.4543 ppm

179.1520  0.0000
33.8810 82.4543
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Client:

Client ID: Backvent

Analysis date:
Method:
Description:
Column:

Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt

Data file:

Sample: Abator inlet
Operator: D, Kremer

Cormponent

Dead Vol / A

Ethylene Oxide

-6.400

Sterigenics - Santa Teresa

11/15/2016 09:42:32
Direct Injection

CHANNEL 1 -FID

1% SP-1000, Carbopack B

1SterST2016-B08.CHR (c:\peak359)

S RARS T AL

1.7640/0.233

> 29:84300.566

Component Retention

Dead Vol / Air 0.233
Ethylene Oxide 0.566

Area External Units

1.7640  0.0000
29.8430 76.5900 ppm

31.6070 76.5900

kgt d 3

Client; Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:42:32
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-B08.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer
64.600 -6.400 64.000
e G 450650000 — e TAd
10.0000/ ‘I
i d
Ambient H20 ““ 17434500 400 I 0.0000/
- II
Component  Retention Area External Units
Ambient H20 0400 1743450 0.0000

174.3450  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:43:37
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-B09.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

-£6.400

fmtARE T I T RN s

Client: Sterigenics - Santa Teresa
Client iD: Backvent
Analysis date: 11/15/2016 09:43:37
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-B09.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

Nead Vol / Al 1.8660/0.250

0.2995/0.366

Etrone Osde an I]

Component  Retention Area

External Units
Dead Vol / Air 0.250 1.8660 0.0000
Ambient H20 0.366 0.2995 0.0000
Ethylene Oxide 0.566  29.8665 76.6503 ppm

32.0320 76.6503

64.600 5.400 £4.000
ks iow -719.9110/0.000— o-o600/ Ui

o |

L g
10:00001 Ambient H20 "‘ 176.7610/0.400 I 0.0000/
MY | II

Component  Retention Area External Units
Ambient H20 0.400 176.7610  0.0000

176.7610  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Backvent
: 11/15/2016 09:44:42

Analysis date:
Method

: Direct Injection

Description: CHANNEL 1 - FID
: 1% SP-1000, Carbopack B
Carrier: HELIUM

Column

Temp. prog:

eto-100.tem

Components: eto1-100.cpi

Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:44:42
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data file: 1SterST2016-B10.CHR (c:\peak359) Data file: 2SterST2016-B10.CHR (c:\peak359)
Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
£.400 64.600 6.460 64.000
S o 4721.37708.000- fodgoarvnts
Dead Vol / Al 1.7800/0.250 0.0000¢ x:<>
Y4
I Ambient H20 “\! ) 175.424000.416 I 0.0000/
Etylens Oxida >nsssom45ss I] 76.2204/pprm 4 I I
Component  Retention Area Externai  Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7800  0.0000 Ambient H20 0416 175.4240  0.0000
Ethylene Oxide 0.583 29.6990 76.2204 ppm
175.4240  0.0000

314790 76.2204



Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:45:55
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-B11.CHR {c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

- Rt
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Client ID: Backvent
Analysis date: 11/15/2016 09:45:55
Method: Direct injection
Description: CHANNEL 2 - PID

: Sterigenics - Santa Teresa

Column: 1% SP-1000, Carbopack B

Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data filte: 2SterST2016-B11.CHR (c:\peak359)

Sample: Abator Outlet
Operator: D. Kremer

£.480 64,606 5400 64,000
G sl vl 15.5145/0.000 5. Gapor s
Dead Vol / Air 1.8020/0.233 0.0000/ + - h
I Ambient H20 “‘\ 175.3330/0.400 I 0.0000/
Ethylene Gxide > 29.4000/0.566 I [ 75.4531/ppm "\‘ I I
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.8020 0.0000 Ambient H20 0.400 175.3330 0.0000
Ethylene Oxide 0.566 29.4000 75.4531 ppm
175.3330  0.0000

312020 75.4531



Sample:

Client:
Client ID:
Analysis date:

Method:
Description:
Column:
Carrier:
Temp. prog:
Components:
Data file:

Sterigenics - Santa Teresa
Backvent

11/15/2016 09:46:59
Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B
HELIUM

eto-100.tem

eto1-100.cpt
15terST2016-B12.CHR (c:\peak359)
Abator Inlet

Client ID: Backvent

Analysis date: 11/15/2016 09:46:59

Method: Direct Injection

Description: CHANNEL 2 - PID

B Cﬁen't §t;a;i§enics - Santa Teresa

Column: 1% SP-1000, Carbopack B

Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data file: 2SterST2016-B12.CHR (c:\peak359)

Sample: Abator Outlet

Evtamal

Operator: D. Kremer Operator: D. Kremer
6.400 64.000 6400 64.000
Po! nits O 30t -  8045/0.000—
Dead Vol/ Ak 1777000233 0.0000/ ‘/< S
I Amblent H20 )'\ 177.2060/0.400 ] 0.0000/
Ethylene Oxide > 29.1160/0.566 II 74 7242ippm "', I
Component  Retention Area External Units Component  Retention External Units
Dead Vol / Air 0.233 1.7770  0.0000 Ambient H20 0400 177.2060 0.0000
Ethylene Oxide 0.566 291160 74.7242 ppm

30.8930 74.7242

177.2060  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:48:08
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt

Data file: 1SterST2016-B13.CHR (c:\peak359)

Sample: Abator inlet
Operator: D. Kremer

-6.400

FmiAs TIRAIT I N

Client: Sterigenics - Santa Teresa
Client ID: Backvent
Analysis date: 11/15/2016 09:48:08
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-B13.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

64.000 -6.400 84,000
e 8555/0.000- Fm fUnks
Dead Vol [ Alr 1.7530/0.250 0.0600/ |:<>
I Ambient H20 ““ 177.0410/0.400 I 0.0000/
Ethylens Oxide > 25.8010/0.566 II 73.9158/ppm "\‘ II
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 17530  0.0000 Ambient H20 0400 177.0410 0.0000
Ethylene Oxide 0.566 28.8010 73.9158 ppm ’
177.0410  0.0000
30.5540 73.9158



APPENDIX C

Run #1 Chromatograms — Aeration

- FCS



'Clrient: Sterigenics - Santa Teresa

o Crlen‘i g;e;rgenlcs - Santa Teresa
Client ID: Aer#t Client ID; Aeri
Analysis date: 11/15/2016 09:49:15 Analysis date: 11/15/2016 09:49:15
Method: Direct Injection Method: Direct injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-1A01.CHR (c:\peak359) Data file: 2SterST2016-1A01.CHR (c:\peak359)
Sample: Abator inlet Sample: Abator Outlet
Operator: D, Kremer Operator: D. Kremer
£6.400 64.000 -6.400 64,000
& Extemalinils  ©omnonont PO e Ui
Dead Vol / Air 1.8180/0.250 0.0000/ x:<>
I Ambient HZO ““ 177.9290/0.400 I 0.0000f
Ethylene Orxide > 29.0610/0.566 II 74.5830/ppm “‘. I

Component  Retention Area External Units

Component  Retention Area
Dead Vol / Air 0.250 1.8180  0.0000 Ambient H20 0.400
Ethytene Oxide 0.566 29.0610 74.5830 ppm

External Units

177.9290  0.0000

177.9290  0.0000
30.8790 74.5830



Client:

Client ID:
Analysis date:
Method:
Description:
Column:
Carrier:
Temp. prog:
Components:
Data file:

e Rt

Sterigenics - Santa Teresa
Aeritt

11/15/2016 09:54:07
Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B
HELIUM

eto-100.tem

eto1-100.cpt

1SterST2016-1A02.CHR (c:\peak359)

Client: Sterigenics - Santa Teresa
Client ID: Aer#t
Analysis date: 11/15/2016 09:54:07
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-1A02.CHR (c:\peak359)

Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
. 5400 64000 o 6400 64000
Dead Vol /A /| 1s7amumses ' o.0000
Dead Vol £ 177300250 0.0/
| | T
e I B I
| |
| |
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7730  0.0000 Dead Vol / Air 0.083 15.7370  0.0000
Ethylene Oxide 0.566  28.1840 72.3323 ppm Ambient H20 0400 180.7430  0.0000
299570 72.3323 196.4800  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aer#t
Analysis date: 11/15/2016 09:59:30
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A03.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D, Kremer

-6.400

Client: Sterigenics - Santa Teresa
Client ID: Aeri#t
Analysis date: 11/15/2016 09:59:30
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-1A03.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

64,000 -6.400 64.000
C inkts  Ce External/Units
Dead Vol/ A /H1ze8100.08 0.0000/
Dead Vol 7 Air 1.7570/0.233 0.0000/ ’ >
I Amblent H20 “‘\‘ 173.2790/0.400 I 0.0000/
Ethylens Oxide > 26.617010.565 I I 68.3107/ppm i I
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.233 1.7570  0.0000 Dead Vol / Air 0.083 12.9810  0.0000
Ethylene Oxide 0.566 26.6170 68.3107 ppm Ambient H20 0400 173.2790 0.0000
28.3740 68.3107 186.2600  0.0000



~ Client: étve;i;qenix - Santa Teresa

~ Client: ét;;iéenms - Santa Teresa
Client ID: Aer#1

Client ID: Aeri1
Analysis date: 11/15/2016 10:04:02 Analysis date: 11/15/2016 10:04:02
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FiD Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM

Carrier: HELIUM
Temp. prog: eto-100.tem

Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-1A04.CHR (c:\peak359) Data file: 2SterST2016-1A04.CHR (c:\peak359)
Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer

-6.400

64.000 6.400 64.000
[of nls Ci alfUnits
Dead Vol /A /| 15.9670m.083 0.0000/
I/
/
Dead Vel / Air 1.7995/.250 0.00007 \<
\
‘\
I Amblent H20 \ 17559101416 I 0.c000/
\
\
Ethylene Oxide > 27.0910/0.583 I 69.52721ppm I
I | ]
1
A
\
1
\
1}
1
1
\
] | }

Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7995  0.0000

Dead Vol / Air 0.083 156.5670  0.0000
Ethylene Oxide 0.583 270910 69.5272 ppm

Ambient H20 0.416 1755910  0.0000

28.8905 69.5272 191.1580  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aeri#t
Analysis date: 11/15/2016 10:09:43
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A05.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

-6.400

64.000

Client ID: Aer#1

Analysis date: 11/15/2016 10:09:43

Method: Direct Injection

Description: CHANNEL 2 - PID

- Cﬁenvt §t;Fi§enics - Santa Teresa

Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem

Components: eto2-100.cpt

Data file: 2SterST2016-1A05.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

-6.400

Dead Vol / At // 18.5930/0.083
Dead Vol  AF 1.7655/0.250 0.0000/ {\:‘<
_ I A 20 R 17435000416 I oo
el I I — I
| |
| |
Component  Retention Area External Units Component  Retention External Units

Dead Vol / Air 0.250 1.7655  0.0000 Dead Vol / Air 0.083 18.5930  0.0000
Ethylene Oxide 0.583 429310 110.1794 ppm Ambient H20O 0.416 1749500 0.0000

446965 110.1794

193.6430  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aeri
Analysis date: 11/15/2016 10:14:15
Method: Direct injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A06.CHR (c:\peak359)
Sample: Abator inlet
Operator: D. Kremer

Client: Sterigenics - Santa Teresa
Client ID: Aeri1
Analysis date: 11/15/2016 10:14:15
Method: Direct injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-1A06.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

5.400 64.000 6.400 64.000
C mits  Cx _ ExtermaliUnits
Dead Vol / Air ',‘ Jnsmu& 0.0000/
Dead Vol /A 177700233 0:0000/ :<‘
:[ Ambient H20 172.7570/0.400 I 0.6000/
Ethylene Oxide > 28.3585/0.566 Il 72 7801/ppm I [
Component  Retention Area External Units Component  Retention Area Extenal Units
Dead Vol / Air 0.233 17770  0.0000 Dead Vol / Air 0.083 226760  0.0000
Ethylene Oxide 0.566 28.3585 72.7801 ppm Ambient H20 0.400 172.7570  0.0000
30.1356 72.7801 1954330 0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aerit
Analysis date: 11/15/2016 10:19:09
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A07.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

5400 64.000
|
Dead Vol Ak 1729000250 l 0.0000/
Ethylene Oxide > 27.0130/0.566 I ] 69:327%/ppm
Component  Retention Area External Units
Dead Vol / Air 0.250 1.7290  0.0000
Ethylene Oxide 0.566 27.0130 69.3270 ppm

28.7420 69.3270

Client: Sterigenics - Santa Teresa
Client ID: Aerit1
Analysis date: 11/15/2016 10:19:09
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-1A07.CHR (c:\peak359)
. Sample: Abator Outlet
Operator: D. Kremer

64.000

C ExtematiUnits
Dead Vol /Alr 10,0000/
Ambient H20 i } 0.0000/
Component Retention Area External Units
Dead Vol / Air 0.033 224480 0.0000
Ambient H20 0.400 186.0220 0.0000
208.4680  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aer#t
Analysis date: 11/15/2016 10:24:21
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A08.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

Client: Sterigenics - Santa Teresa
Client ID: Aeri#1
Analysis date: 11/15/2016 10:24:21
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-1A08.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

-6.400 64.000 <6.400 64.000
s ExtemaliUnits
Dead Vol / Ak ,/I 18.2885/0.083 0.0000/
Dead Vol / Air 1.8240/0.250 0.0000/ |‘<
I Ambient H20 \\‘ 183.9400/0.400 I 0.0000/
Effylene Oxide > 25.4960/0.566 IJ 65.4337/ppm I I
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.8240 0.0000 Dead Vol / Air 0.083 18.2885  0.0000
Ethylene Oxide 0.566 254960 654337 ppm Ambient H20 0.400 183.9400 0.0000
27.3200 65.4337 202.2285  0.0000



.dl HalliG.

oot

Client: Sterigenics - Santa Teresa

Client ID:

Aeritl

Analysis date: 11/15/2016 10:29:44

Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A09.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer
-5.400 64.000
[ ExternaifUnits
Dead Vol/ A 1.7420/0.256 0.0000/
Ethylene Oxide > 24.9530/0.566 I ] 64.0401/ppm
Component  Retention Area External Units
Dead Vol / Air 0.250 1.7420  0.0000
Ethylene Oxide 0.566 249530 64.0401 ppm

26.6950 64.0401

wdb 1aHic. Lol
Client: Sterigenics - Santa Teresa
Client ID: Aeriit
Analysis date: 11/15/2016 10:29:44
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data fite: 2SterST2016-1A09.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer
-6.400 64.000
@ ExtemalUnits
Dead Vol /AF l/ 17.7320/0.083 0.0060/
Amblent H20 179.8870/0.400 ] 0.0000/
|
Component  Retention Area External Units
Dead Vol / Air 0.083 17.7320  0.0000
Ambient H2O 0.400 179.8870  0.0000
197.6190  0.0000



AR ARV

Client:

St W SR

Sterigenics - Santa Teresa

=AM 1IN e

Client: Sterigenics - Santa Teresa

Client ID: Aer##1 Client ID: Aer#1
Analysis date: 11/15/2016 10:34:18 Analysis date: 11/15/2016 10:34:18
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-1A10.CHR (c:\peak359) Data file: 25terST2016-1A10.CHR (c:\peak359)
Sample: Abator Inlet Sample: Abator Qutlet
Operator: D. Kremer Operator: D. Kremer
-6.400 64.000 5400 64.000
o Inits G Extarnal/Units
Dead Vol / A /" 19.4915/0.083 0.0000/
Dead Vol / Al 1.7795/0.250 0.0000/ ‘:‘<
I Arbient H20 “‘\\ I 0.6000/
Ethylens Oxide > 24.7830/0.566 I] 63.6038/ppm I
I iI
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.250 1.7795  0.0000 Dead Vol / Air 0.083 19.4915  0.0000
Ethylene Oxide 0.566 247830 63.6038 ppm Ambient H20 0400 180.2000 0.0000
26.5625 63.6038 199.7815  0.0000



=k Hidine.

i ]

Client: Sterigenics - Santa Teresa
Client ID: Aer#t

Analysis date:
Method:
Description:
Column:
Carrier:
Temp. prog:
Components:

Data file
Sample

: 11/15/2016 10:39:08

Direct Injection

CHANNEL 1 -FID

1% SP-1000, Carbopack B

HELIUM

eto-100.tem

eto1-100.cpt

: 1SterST2016-1A11.CHR (c:\peak359)
: -Abator Inlet

Operator: D. Kremer

A HICQI NG, oA
Client: Sterigenics - Santa Teresa
Client ID: Aerti
Analysis date: 11/15/2016 10:39:08
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components; eto2-100.cpt
Data file: 2SterST2016-1A11.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

-6.400 64.000 -6.400 64.000
C inits Co Extemal/Units
Dead Vol / Air l’ } 20.8695/0.083 , 0.0000/
Dead Vol / Alr 1.8040/0.250 0.0000/ g l
I Amblent H2O “‘ 181.0710/0.400 I 0.0000/
Ethylene Oxide > 24.5085/0.566 I { 62.8994/ppm I I
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.250 1.8040  0.0000 Dead Vol / Air 0.083 20.8695  0.0000
Ethylene Oxide 0.566 245085 62.8994 ppm Ambient H2O 0.400 181.0710  0.0000
26.3125 62.8994 201.9405  0.0000



ab Hallc. TUol
Client: Sterigenics - Santa Teresa
Client ID: Aer#1
Analysis date: 11/15/2016 10:44:05
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-1A12.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

di Narfe. ool
Client: Sterigenics - Santa Teresa
Client ID: Aer#1
Analysis date: 11/15/2016 10:44:05
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-1A12.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

64.000 -6.400 64.000
o ks O ExtemalUnits
Dead Vo / Ak /1 1a71700.088 l 0.c000/
Dead Vol ! Alr 1.8410/0.233 0.0000/ \i< l
I Amblent H20 “\, 179.8810/0.400 I 0.0600/
Ettylene Oxide > 2353300566 II 60.3958/ppm I [
Component  Retention Area External Units Component  Retention Area Extemnal Units
Dead Vol / Air 0.233 1.8410 0.0000 Dead Vol / Air 0.066 14.7170  0.0000
Ethylene Oxide 0.566 23.5330 60.3958 ppm Ambient H20 0400 179.8810  0.0000

253740 60.3958

194.598¢  0.0000



APPENDIX D

Run #2 Chromatograms — Aeration

FCS



Client: Sterigenics - Santa Teresa
Client ID:
Analysis date:
Method:
Description:
Column:
Carrier:
Temp. prog:
Components:
Data file:
Sample:

Aer#2

11/15/2016 10:49:10

Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B

HELIUM

eto-100.tem

eto1-100.cpt

1SterST2016-2A01.CHR (c:\peak359)
Abator Inlet

Client: Sterigenics - Santa Teresa
Client ID: Aer#f2
Analysis date: 11/15/2016 10:49:10
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A01.CHR (c:\peak359)
Sample: Abator Outlet

Operator: D. Kremer Operator: D. Kremer
-6.400 64.000 -6.400 64.000
i Ings  C r ExternaliUnits
Dead Vol / Air /” 17.5390/0.100 ) 0.6060/
Dead Vol /A 1.772010.233 0.0000/ 4:‘< J.
I Amblent H2O “'\ 171.1355/0.400 I 0.0000/
Ethylane (ride > 23.5900/0.566 I ] 60.5421/ppm I I
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.233 1.7720  0.0000 Dead Vol / Air 0.100 17.5390  0.0000
Ethylene Oxide 0.566 23.5800 60.5421 ppm Ambient H20 0400 171.1355 0.0000
253620 60.5421 188.6745  0.0000



LG TIGHTV,: Lt

Ay Attt

hashedhdl

Client: Sterigenics - Santa Teresa Client: Sterigenics - Santa Teresa
Client ID: Aer#2 Client ID: Aer#2
Analysis date: 11/15/2016 10:54:08 Analysis date: 11/15/2016 10:54:08
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-2A02.CHR (c:\peak359) Data file: 2SterST2016-2A02.CHR (c:\peak359)
Sample: Abator inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
-6.400 64.000 -6.400 64.0
C s G ExtemalUntis
Dead Voi/ Al /; 19.3110/0.083 0.0000/
Dead Vol / Air , 1.782010.250 0.0000/
I Amblent H20 174.4040/0.400 I 0.0000/
Ethylena Oxide > 234375/0.566 I I 59.3808/ppm I
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7820  0.0000 Dead Vol / Air 0.083 19.3110  0.0000
Ethylene Oxide 0.566 23.1375 59.3808 ppm Ambient H20O 0.400 1744040 0.0000
249195 59.3808 193.7150  0.0000



Lab flaine.

[ ]

Client: Sterigenics - Santa Teresa

Client ID:

Aerff2

Analysis date: 11/15/2016 10:59:17

Method:
Description:

Column:
Carrier:
Temp. prog:
Components:
Data file:

Direct Injection

CHANNEL 1 - FID
1% SP-1000, Carbopack B

HELIUM
eto-100.tem

eto1-100.cpt

1SterST2016-2A03.CHR (c:\peak359)

Lai sialiic. Lol
Client: Sterigenics - Santa Teresa
Client ID: Aer#f2
Analysis date: 11/15/2016 10:59:17
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A03.CHR (c:\peak359)

Sample: Abator Inlet : Sampte: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
~6.400 64.000 -6.A400 64.000
C s O alUnits
Dead Vo /AF /}15.47500.008 0.0000/
Dead Voi/ Ak 1.7670/0.233 0.0000/ -|:<
I Ambiaﬂ: H20 “l‘ 171.31750.400 I 0.0000/
Effiylona Onide > 23.1975/0.550 I 59.5348/pm : { I
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.7670  0.0000 Dead Vol / Air 0.066 15.4750  0.0000
Ethylene Oxide 0.550 23.1975 59.5348 ppm Ambient H20 0400 1713175 0.0000
249645 59.5348 186.7925  0.0000
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Client:

Client ID:
Analysis date:
Method:
Description:
Column:
Carrier:
Temp. prog:
Components:
Data file:
Sample:

Sterigenics - Santa Teresa
Aerif2

11/15/2016 11:04:08
Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B
HELIUM

eto-100.tem

eto1-100.cpt
1SterST2016-2A04.CHR (c:\peak359)
Abator Inlet

Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:04:08
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A04.CHR (c:\peak359)
Sample: Abator Outlet

ExternaliUnits

0.0000/

0.0000/

Operator: D. Kremer Operator: D. Kremer
5400 £4.000 . 4400 64000
’ - Dead Vol Ar ’/’ 15.1520/0.066
i | oo - 4
| == ]
O I = 1 e | 1
| |
| |
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.7680  0.0000 Dead Vol / Air 0.066 15.1520  0.0000
Ethylene Oxide 0.566 23.2530 59.6772 ppm Ambient H20 0.400 174.5530 0.0000
25.0210 59.6772 189.7050  0.0000
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Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:09:20
Method: Direct injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-2A05.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

Al jlaliic. l.sot
Client: Sterigenics - Santa Teresa
Client ID: Aerif2
Analysis date: 11/15/2016 11:09:20
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-2A05.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

64.000

-6.400 64.000 6400
C s Cx , Extemal/Units
Dead Vol /A / J 23.6205/0.083 0.0000/
Dead Vol / Air 1.7790/0.250 0.0000/ \:<
I Amblent 120 \ 178202010415 I 0.0000/
Ettlere (hide > 23.2000/0.566 II 59.5412/ppm II
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7790  0.0000 Dead Vol / Air 0.083  23.6205 0.0000
Ethylene Oxide 0.566 23.2000 59.5412 ppm Ambient H20 0416 178.2020  0.0000
249790 59.5412 201.8225  0.0000



Client:

Client ID:
Analysis date:
Method:

Sterigenics - Santa Teresa
Aeri#2
11/15/2016 11:14:12
Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-2A06.CHR (c:\peak359)
Sample: Abator Iniet
Operator: D. Kremer

-£.400 64.000

Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:14:12
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A06.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

FAIN s R e N

-6.400

s G Extamallints
—— -
UV B S - :
| | ] -
oo | > mamnss I oresapon I
I |
| |
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.250 1.8290  0.0000 Dead Vol / Air 0.083  20.3820  0.0000
Ethylene Oxide 0.566 23.2780 59.7414 ppm Ambient H20 0400 176.6970  0.0000
251070 59.7414 197.0790  0.0000
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Client: Sterigenics - Santa Teresa Client: Sterigenics - Santa Teresa
Client ID: Aer#2 Client ID: Aerif2
Analysis date: 11/15/2016 11:19:04 Analysis date: 11/15/2016 11:19:04
Method: Direct injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-2A07.CHR (c:\peak359) Data file: 25terST2016-2A07.CHR (c:\peak359)
Sample: Abator inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
~6.400 64.000 -6.400 64.000
C nits G External/Units
Dead Voi/ A ‘4’ 17.8065/0.083 { 0.0000/
Dead Vol / Alr 1.8070/0.233 0.0000/ ’<\ l
I Ambient H2O I 0.0000/
Etfiyene Oride > 23.3300/0.566 I ] 59874800 Exprens Oxide I [ o tsstpom
( unknown { 0.0000/
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.8070  0.0000 Dead Vol / Air 0.083 17.8065  0.0000
Ethylene Oxide 0.566 23.3300 59.8748 ppm Ambient H20 0.400 49.4435 0.0000
Ethylene Oxide 0.583 0.2535 0.1651 ppm
25.1370 59.8748 Acetaldehyde 0.616 0.2990  0.0000
67.8025 0.1651
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Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:24:06
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-2A08.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

= Tl id.. Lol
Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:24:06
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A08.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

6.400 64.000 -6.400 84.000
C ngs G Extemal/tnits
Dead Voi/ A 7} 13.42800.066 [ 0.0000/
Dead Vol / Alr 1.6890/0.233 0.0000/ “l< J
I Amb_h\t H20 ‘\‘\\ 176.76?0”.@ I 10,0000/
Ettylene Onide > 23.448510.566 II 60.178%ppm | I ]
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.6890  0.0000 Dead Vol / Air 0.066 13.4280 0.0000
Ethylene Oxide 0.566 23.4485 60.1789 ppm Ambient H20 0.400 176.7670  0.0000
251375 60.1789 190.1950  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:29:12
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-2A09.CHR (c:\peak359)
Sample: Abator Iniet
Operator: D. Kremer

Lall talne. L.\t
Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:29:12
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A09.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

-6.400 64.000 -6.400 64.000
[ C ExternalfUnits
Dead Vol /A /|| 167355083 3.0000/
Dead Vol / A 1.8320/3.233 0.0000!
I @MHZO 181.3360/0.400 1 0.0000/
Component  Retention Area External Units Component  Retention Area External  Units
Dead Vol / Air 0.233 1.9320  0.0000 Dead Vol / Air 0.083 16.7456  0.0000
Ethylene Oxide 0.566 22.6050 58.0142 ppm Ambient H20 0.400 181.3360 = 0.0000
245370 58.0142 198.0815  0.0000



Lab tiaific.
Client:

Client ID:
Analysis date:
Method:
Description:

Column:
Carrier:
Temp. prog:
Components:
Data file:

Bt

Sterigenics - Santa Teresa
Aer#2

11/15/2016 11:34:38
Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B
HELIUM

eto-100.tem

eto1-100.cpt
1SterST2016-2A10.CHR (c:\peak359)

Client: Sterigenics - Santa Teresa
Client ID: Aerif2
Analysis date: 11/15/2016 11:34:38
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: et02-100.cpt
Data file: 25terST2016-2A10.CHR (c:\peak359)

Sample: Abator Inlet Sample: Abator Outlet
Operator; D. Kremer Operator: D. Kremer
-6.400 64.000 -6.400 84.000
P inits e Extemnal/lnits
Dead Vol Air /{136730m.086 0.0000/
Dead Vol / Ak 184900233 0.0000/ :<
I Amblent H2O ““‘ 170.2250/0.400 I 0.0000/
Ethylene Oxde > 21.8490/0.565 I [ 55.5607/ppm ‘ I 1
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.8490  0.0000 Dead Vol / Air 0.066 13.6730  0.0000
Ethylene Oxide 0.566 21.6490 55.5607 ppm Ambient H20 0400 170.2250  0.0000
23.4980 55.5607 183.8980  0.0000
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Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:39:39
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-2A11.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

Wdis HQllT., i\t
Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:39:39
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100_cpt
Data file: 2SterST2016-2A11.CHR (c:\peak359)
Sample: Abator Qutlet
Operator: D. Kremer

-5.400 64.000 £$.400 64.000
Ce iniks  Ce Extemal/Units
Dead Vol /Ar / 15.1620/0.083 0.0000/
Dead Vol / Alr 1.7330/0.233 0.0000/
I Amblent H20 I 0.0000/
Ethylene Oxide > 21.4130/0.566 I I 54.9550/ppm I I
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.7330  0.0000 Dead Vol / Air 0.083 15.1620  0.0000
Ethylene Oxide 0.566 214130 54.9550 ppm Ambient H20 0.400 164.5840  0.0000
23.1460 54.9550 179.7560  0.0000



faalAhS VAR RS =

Client:

Client ID:
Analysis date:
Method:
Description:
Column:
Carrier:
Temp. prog:
Components:
Data file:

Sterigenics - Santa Teresa

Aeri2

11/15/2016 11:44:03

Direct Injection

CHANNEL 1 - FID

1% SP-1000, Carbopack B

HELIUM

eto-100.tem

eto1-100.cpt

1SterST2016-2A12.CHR (c:\peak359)

Client: Sterigenics - Santa Teresa
Client ID: Aer#2
Analysis date: 11/15/2016 11:44:03
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-2A12.CHR (c:\peak359)

Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
-6.400 -6.400 64.000
C s Ce Extemal/Units
Dead Vol / Air /!l 17.4670/0.083 0.0000/

Dead Vol/ Ar 1.8060:0.250 0.0000¢ 4\\<
I Amblent H20 “\‘ 166.653010.416 I 0.0000

Ethylena Oxide > 21.3070/0.566 I I 54.6829ppen ‘ I I

Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.8060  0.0000 Dead Vol / Air 0.083 174670  0.0000
Ethylene Oxide 0.566 21.3070 54.6829 ppm Ambient H20 0416 166.6530 0.0000

23.1130 54.6829

184.1200  0.0000



APPENDIX E

Run #3 Chromatograms — Aeration

FCS



Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 11:49:15
Method: Direct Injection
Description: CHANNEL 1 - FID
Colurmn: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-3A01.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

Client: Sterigenics - Santa Teresa
Client ID: Aeri#3
Analysis date: 11/15/2016 11:49:15
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier; HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-3A01.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

6.400 64.000 5400 64.000
C C ExternaliUnits
Dead Vol /A /’ 19.5735/0.083 0.0000¢
Dead Vol / Alr 1.6930/0.250 0.0000/ ‘:\<
I Ambient H20 ““‘ 173.08500.400 I 0.0000/
Ethylene Oxide > 21.1320/0.566 I I 54.2338/ppm I I
Component  Retention Area External Units Componenit  Retention Area External Units
Dead Vol / Air 0.250 1.6830  0.0000 Dead Vol / Air 0.083 19.5735  0.0000
Ethylene Oxide 0.566 21.1320 54.2338 ppm Ambient H20 0.400 173.0950 0.0000
22.8250 54.2338 192.6685 0.0000



 Client:

 Client:

Extemaltnits

0.0000/

0.0000/

Sterigenics - Santa Teresa §te;i§enics - Santa Teresa
Client ID: Aer#3 Client ID; Aer#3
Analysis date: 11/15/2016 11:54:06 Analysis date: 11/15/2016 11:54:06
Method: Direct Injection Method: Direct Injection
Description: CHANNEL 1 - FID Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B Column: 1% SP-1000, Carbopack B
Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-3A02.CHR (c:\peak359) Data fite: 2SterST2016-3A02.CHR (c:\peak359)
Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
- -6.400 64.000 N -6.400 64.000
Dead Vol / Ak /’ 16.6060/0.083
Dead Vol Air 1.7950/0.233 0.0000/ i‘<
I Ambient H2O \!‘ 173.9775/0.400 I
Ethylene Oxide >21.1320msas I[ 54.2338/ppm I
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.7950  0.0000 Dead Vol / Air 0.083 16.6060  0.0000
Ethylene Oxide 0.566 21.1320 54.2338 ppm Ambient H20 0400 173.0775 0.0000
229270 54.2338 189.6835  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 11:59:04
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-3A03.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 11:59:04
Method: Direct Injection
Description: CHANNEL 2 - PID
Cotumn: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-3A03.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

5,400 64.000 -6.400 64.000
L‘"ngmmw-;,m 26750000 g-ml.lnls C ExtermnabiUnits
Dead Vol / Alr ,.' J 27.3245/0.083 0.0000/
Dead Vol / Air 1.7350/0.250 10.0000/ 4:\<
I At 20 “ I o000
Ethylena Oxide > 20.6600/0.566 I ] 53.0225/ppm I I
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 1.7350  0.0000 Dead Vol / Air 0.083 27.3245 0.0000
Ethylene Oxide 0.566 20.6600 53.0225 ppm Ambient H20 0400 180.9530 0.0000

22.3950 53.0225

208.2775  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:04:43
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-3A04.CHR (c:\peak359)
Sample: Abator inlet
Operator: D. Kremer

-6.400

64.000

C ExternayUnits

Dead Vol Air 2.4510/0250 0.0000/

Ethylane Oxide > 20.7960/0.566 I} 5337 15ppm
Component  Retention  Area External Units

Dead Vol / Air 0.250 24510  0.0000

Ethylene Oxide 0.566 20.7960 53.3715 ppm

23.2470 53.3715

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:04:43
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-3A04.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

-6.400 64.000
C ExtemnalUnits
Dead Vol AF J 36.9195/0.150 0.0000/
:
Ambient H20 161.8240/0.400 1 0.0000/
Component  Retention Area External Units
Dead Vol / Air 0.150 30.9195  0.0000
Ambient H20 0400 161.8240 0.0000
192.7435  0.0000



Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:09;29
Method: Direct injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file:
Sample: Abator Inlet
Operator: D, Kremer

18terST2016-3A05.CHR (c:\peak359)

Client; Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:09:29
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data file: 2SterST2016-3A05.CHR (c:\peak359)

Sample: Abator Outlet
Operator: D. Kremer

-6.400 64.000 -6.400 64.000
C mits G Extemat/Units
Dead Vot Air } J 23.6565/0.066 10.6000/
Dead Vol / A 1.7010/0.250 0.0000/ §
I Ambient H20 \ 174.3956/0 400 I 0.6000/
Etmyiene Oxide > 2082051566 I I 53.4575/ppm I I
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.250 17010  0.0000 Dead Vol / Air 0.066 23.6565 0.0000
Ethylene Oxide 0.566 20.8295 53.4575 ppm Ambient H20 0400 1743950 0.0000
225305 53.4575 198.0515  0.0000



Sterigenics - Santa Teresa
Aer#3

11/15/2016 12:14:14
Direct Injection

CHANNEL 1-FID

1% SP-1000, Carbopack B

Client:

Client ID:
Analysis date:
Method:
Description:
Column:

Client: Sterigenics - Santa Teresa
Client iD: Aer#3
Analysis date: 11/15/2016 12:14:14
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B

Carrier: HELIUM Carrier: HELIUM
Temp. prog: eto-100.tem Temp. prog: eto-100.tem
Components: eto1-100.cpt Components: eto2-100.cpt
Data file: 1SterST2016-3A06.CHR (c:\peak359) Data file: 2SterST2016-3A06.CHR (c:\peak359)
Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
£6.400 64.000 -6.400 64.000
P s C Externalintis
Dead Vol / Air ’IJ 252095066 0.0000¢
Dead Vol/AF 1.7570/0.250 0.0000/ é
I Ambient H20 3 179.3420/0.460 [ 0.6000/
Ettylene Oxide > 20.6315/0.566 II 52 9493/ppm II
Component  Retention Area External  Units Component  Retention Area External  Units
Dead Vol / Air 0.250 1.7570  0.0000 Dead Vol / Air 0.066 252095  0.0000
Ethylene Oxide 0.566 20.6315 52.9493 ppm Ambient H20 0400 179.3420 0.0000
22.3885 52.9493 204.5515  0.0000
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Client. Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:19:15
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-3A07.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

-6.400

64.000

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:19:15
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-3A07.CHR (c:\peak359)
Sample: Abator Outiet
Operator: D. Kremer

-6.400

64.000

Trinow™t 0.12200.000 & GaGa/Ines  C: temaitints
st s Jm l oo
Dead Vol / Al 198100250 0.0000/ é\ J.
1 Ambiont 20 gy I o000
e =T oo 1
| |
1 |
Component  Retention Area External Units Component  Retention Area External
Dead Vol / Air 0.250 1.9810  0.0000 Dead Vol / Air 0.083 31.1120  0.0000
Ethylene Oxide 0.566 20.6810 53.0763 ppm Ambient H20 0.400 174.1380 0.0000
226620 53.0763 205.2500  0.0000



e A FRER RIS e T

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:24:13
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt

Data file: 1SterST2016-3A08.CHR (c:\peak359)

Sample: Abator Inlet
Operator: D. Kremer

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:24:13
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data file: 2SterST2016-3A08.CHR (c:\peak359)

Sample: Abator Outlet
Operator: D. Kremer

-6.400 64.000 -6.400 64.000
C mits ExternaUnits
Dead Vol / Al 28.4515/0.166 0.0000/
Dead Vol / Air 214450250 0.0000/
I Ambient H20 159.1320/3.400 I 0.6000/
Ethylene Ovide > 19.4340/0.566 I I 49.8760/ppm I [
Component  Retention Area External  Units Component  Retention Area External Units
Dead Vol / Air 0.250 2.1445  0.0000 Dead Vol / Air 0.166  28.4515  0.0000
Ethylene Oxide 0.566 19.4340 49.8760 ppm Ambient H20 0400 159.1320 0.0000
21.5785 49.8760 187.5835  0.0000
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Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:29:14
Methad: Direct Injection
Description. CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt

> W

Data file: 1SterST2016-3A09.CHR (c:\peak359)

Sample: Abator inlet
Operator: D. Kremer

AT IR T ey

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:29:14
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt

Data file: 2SterST2016-3A09.CHR (c:\peak359)

Sample: Abator Outlet
Operator: D. Kremer

6.400 64.000 -6.400 64.000
Unknowrt 6680/, 56000/ Unts - C
Dead Vol ! Air J 29.0010/0.066 0.0000/
Dead Vol / Air 1.7170/0233 0.0800/
I Ambient H20 171.1240/0 400 I 0.0000/
Ettiiene Oxide > 19304010566 II 49.54241ppm II
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.7170  0.0000 Dead Vol / Air 0.066 29.0010  0.0000
Ethylene Oxide 0.566 19.3040 49.5424 ppm Ambient H20 0400 1711240 0.0000
21.0210 49.5424 200.1250  0.0000



Client: Sterigenics - Santa Teresa
Client 1D: Aer#3
Analysis date: 11/15/2016 12:34:09
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-3A10.CHR (c:\peak359)

At o,

Client; Sterigenics - Santa Teresa

Client ID:

Analysis date: 11/15/2016 12:34:09

Method:

Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B

Carrier:
Temp. prog:
Components:

Landaadhnd 4

Aerit3
Direct Injection
HELIUM

eto-100.tem
eto2-100.cpt

Data file: 2SterST2016-3A10.CHR (c:\peak359)

Sample: Abator Inlet Sample: Abator Outlet
Operator: D. Kremer Operator: D. Kremer
-6.400 64.000 5400 64.000
Cricownt 020800, D GER0 S Crdmown J£7s1aslom fo-oa0a/ U
Dead Vol / Ar 1.7010/0.250 0.0000/ %‘
I Amblent H20 174.0670/0.400 0.0000/
Ethylene Oxide > 18.956040.566 II |48, 6493/ppm
Component  Retention Area External Units Component  Retention Area External Units

Dead Vol / Air 0.250 1.7010  0.0000 Ambient H20 0.400 174.0670  0.0000

Ethytene Oxide 0.566 18.9560 48.6493 ppm
174.0670  0.0000

20.6570 48.6493



Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:39:03
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Cornponents: eto1-100.cpt
Data file: 1SterST2016-3A11.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

-6.400 64.000
nknowret 0.1945/0.000 e
Dead Vol / Air 1.7855/0.233 0.0000/
Ethylene Oxide > 19.575010.550 I 50.2379/ppm
Component  Retention Area External Units
Dead Vol / Air 0.233 1.7855  0.0000
Ethylene Oxide 0.550 19.5750 50.2379 ppm

21.3605 50.2379

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:39:03
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 2SterST2016-3A11.CHR (c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

c Extemalinks
Dead Vol /A ;stzsolo.uss ! 0.0000/
4
Amblent H20 176.729010.383 I 0.0000/
Component  Retention Area External  Units
Dead Vol / Air 0.066 25.9230 0.0000
Ambient H20 0.383 179.7220  0.0000
205.6520 0.0000
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Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:44:01
Method: Direct Injection
Description: CHANNEL 1 - FID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto1-100.cpt
Data file: 1SterST2016-3A12.CHR (c:\peak359)
Sample: Abator Inlet
Operator: D. Kremer

-6.400

64.000

Client: Sterigenics - Santa Teresa
Client ID: Aer#3
Analysis date: 11/15/2016 12:44:01
Method: Direct Injection
Description: CHANNEL 2 - PID
Column: 1% SP-1000, Carbopack B
Carrier: HELIUM
Temp. prog: eto-100.tem
Components: eto2-100.cpt
Data file: 25terST2016-3A12.CHR {(c:\peak359)
Sample: Abator Outlet
Operator: D. Kremer

5400 €64.000

Trnowret 0.447010.000- o ooaar s Enmaiini
Dead Vol /Al 0.0000/
Dead Vol / Al 1.6920/0.233 0.0000/
I Ambient H20 I 0.0000/
Ethylene Ovide > 17.5000/0.550 I |44 9125/mpm I‘
Component  Retention Area External Units Component  Retention Area External Units
Dead Vol / Air 0.233 1.6920  0.0000 Dead Vol / Air 0.050 29.9090 0.0000
Ethylene Oxide 0.550 17.5000 44.9125 ppm Ambient H20 0.400 178.0480 0.0000
19.1920 44.9125 207.9570 0.0000
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Field Data and Calculation Worksheets
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ETHYLENE OXIDE SOURCE TEST/CALIBRATION DATA

cien__SXer 3PN 5- Lq o @res,
Source T%ted.&n@(&m et Aba

PRE CALIBRATION

§

Date: l ‘.//}(q/ rlé

CalibratonGas | 110 | 101 | 100 | 1000 | 10080
Conc. (ppmv) | PPMEO |  ppm ppm ppm ppm
EtO EO | EO EtO

inlet | Area Counts#1 | ,(f2 Lf,@(.( 2.0
(FID) | Aracounts#2 | 42 | B39 |3/ | —
aeagerea | 42 0] 28 (1 >/ —~[\/

Audit Standard (48.8 ppmv) Resyﬁ 06,74 / Ug.| \J

Calibration Gas 1.10 10.1 100 \\_// \x//
Conc. (ppmv) | pPpmEtO %{:g! pEptg

Outlet | Area Counts #1 l7[ [‘{.9\ M’?
(PID) | AreaCounts#2 [\, )< 1<, QA 1=
AverageArea || T} |(S.6 4K A7~ 1/ ol BNV

Audit Standard (48.8 ppmv) Resyﬂ UA=Y UAB.=> v )

Run #2 Run #3
Phar: — EtO Usage (lbs/yr): -

Léug/m “ﬁ@é %H,0: Cycles Per Week: -~

POST CALIBRATION
Calibration Gas 1.10 10.1 100 1000 10080
Conc. (ppmv) | PPmEO |  ppm ppm ppm ppm
EtO EtO EtO EtO
inlet | Area Counts #1 v
(FID) | Area Counts#2 P
Average Area \ // //>¢\
! —
Audit Standard (48.8 ppmv) R&%It Uz L /5
Calibration Gas 1.10 10.1 100 \\\//
Conc. (ppmv) ppmEIO | ppm ppm
EtO EtO
-
Outlet | Area Counts #1 /
(PID) | Area Counts #2 (| /
>
AverageArea | | L / v / /\—~\/
Audit Standard (48.8 ppmv) Reguit u&\q \/ )

~— FCSi
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Gas Certifications

G'l FCSi



CERTIFIED WORKING CLASS
Single-Certified Calibration Standard

M Scott Specialty Gases

B%00 CAJON BLVD., SAN BERNARDINO, CA 982411 Phone: 909-887-2571 Fax: 209-887-0549

CERTIFICATE OF ACCURACY: Certified Working Class Calibration Standard

Product Information . Customer
Project No.: 02-57164-001

ltem No.: 02020001310TCL ECSI, INC
P.0. No.: VBL-D. KREMER ‘ PO BOX 848

SAN CLEMENTE, CA 92672
Cylinder Number: CAL4448
Cylinder Size: CL
Certification Date: 18Apr2016

CERTIFIED CONCENTRATION .

Concentration Accuracy
Component Name {Moles} {+/-%)
ETHYLENE OXIDE 1.10 PPM 5
NITROGEN BALANCE

TRACEABILITY

Traceable To

Scott Reference Standard

(-]
APPROVED BY: 4 DATE: 4-18-16




SPECIFICATIONS Blend Certified
Requested Certified Tolerance Accuracy
Concentration Concentration Resuit Result
Component Name {Moles) {Moles} {+/- %) {-+{- %)
ETHYLENE QXTDE 1. PEM 1.10 PEM 3 1Q0.0 5.00
NITROGEN BAL BAL
TRACEABILITY
Traceable To .
Scott Reference Standard
PHYSICAL PROPERTIES
VCylinder Size: CL Pressure: 1300 PSIG

Expiration Date:

SPECIAL HANDLING INSTRUCTIONS

18Apr2018

Do not use or store cylinder at or below the stated dew point temperature.
compenents could result. In the event the cylinder has been exposed to temperatures at or below the dew
point, place cylinder in heated area for 24 hours and then roll cylinder for 15 minutes to re-mix.

Possible condensation of heavier

Use of calibration standards at or below dew point temperature may result in calibration error.

COMMENTé

Page

2 of 2
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] Sdcott Specialty Gases :

CERTIFIED WORKING CLASS
Single-Certified Calibration Standard

Mol 50 CAJON BLVD., SAN BERNARDINQ, CA 92411

CERTIFICATE OF ACCURACY: Certified Working Class Calibration Standard

Phone; 909-887-2571 Fax: 909-887-0549

Product Information

Project No.: 0257164-003
ftem No.; 02020001320TCL
P.0. No.: vBL-D. KREMER

Cylinder Number: CLMQ03232
Cylinder Size: CL
Certification Date: 18Apr2016

CERTIFIED CONCENTRATION

Component Name

ETHYLENE OXIBDE
NITROGEN

TRACEABILITY

Traceable To

£| Scott Reference Standard

APPROVED BY:

A
/k‘ /(’ DATE: 4-18-16

Customer

ECSI, INC
PO BOX 848
SAN CLEMENTE, CA 92672

Concentration Accuracy
{Moles} {+/-%)
10.1 PPM 5

BALANCE

MT

Page 10f 2




-

SPECIFICATIONS Blend Certified

Requested Certified Tolerance Accuracy
Concentration Concentration Result Result
Component Name {Moles] {Moles) {+i %) {+/- %)
ETHYLENE CXIDE 10. PEM 10.1 PR 1.0 5.00
NITROGEN BAL BAL

TRACEABILITY

Traceable To
Scott Reference Standard

PHYSICAL PROPERTIES

Cylinder Size: CL Pressure: 1400 PSIG
Expiration Date: 18Apr2018

SPECIAL HANDLING INSTRUCTIONS

Do not use or store cylinder at or below the stated dew point temperature. Possible condensation of heavier
components could result. In the event the cylinder has been exposed to temperatures at or below the dew
point, place cylinder in heated area for 24 hours and then roll cylinder for 15 minutes to re-mix.

Use of calibration standards at or below dew point temperature may result in calibration error.

COMMENTS




Single-Certified Calibration Standard

Scott Specialty Gases

00 CAJON BLYD., SAN BERNARDINO, CA 92411 Phona: 909-887-2571 Fax: 209-887-054%2

CERTIFICATE OF ACCURACY: Certified Working Class Calibration Standard

Product Information Customer
Project No.: 02-57164-004

ltem No.: 020200013307TCL ECSi, INC
P.O. No.: VBL- D. KREMER ' PO BOX 848

SAN CLEMENTE, CA 92672

Cylinder Number; CLMO11385
Cylinder Size: CL
Certification Date: 18Apr2016

CERTIFIED CONCENTRATION

Concentration Accuracy
Component Name {Moles) : {+ /-%)
ETHYLENE OXIDE 100. PPM 5
NITROGEN BALANCE

TRACEABILITY

Traceable To

Scott Reference Standard

~—BLM

o ‘
APPROVED BY: ; >\ - W DATE: 4-18-18

Page 1 of 2




SPECIFICATIONS Blend Certified

Requested Certified Tolerance Accuracy
Concentration Concentration Result Result
Component Name {Moles) {Moles) |+ %) {-+/- %)
ETHYLENE CXIDE 10C. PEM 100. PP .0 5.00
NITROGEN BAL BAT,

TRACEABILITY

Traceable To
Scott Reference Standard

PHYSICAL PROPERTIES

Cylinder Size: CL Pressure: 1400 PSIG Valve Connection: CGA 350
Expiration Date: 18Apr2018

SPECIAL HANDLING INSTRUCTIONS

Do not use or store cyiinder at or below the stated dew point temperature. Possible condensation of heavier
components could result. In the event the cylinder has been exposed to temperatures at or below the dew
point, place cylinder in heated area for 24 hours and then roll cylinder for 15 minutes to re-mix.

Use of calibration standards at or below dew point temperature may result in calibration error.

COMMENTS

Page 2 of 2




Scott Specialty Gases

.CERTIFIED WORKING CLASS
Single-Certified Calibration Standard

CERTIFICATE OF ACCURACY:

- -- CAJON BLVD., SAN BERNARDING, CA 22411

Certified Working Class Calibration Standard

Phone: 908-887-2571 Fax: 209-8387-054%9

Product Information

Project No.: 02-57164-005
Item No.: 02020001340TCL
P.C. No.: VBL-D. KREMER

Cylinder Number: CLMQ02810
Cylinder Size: CL
Certification Date: 18Apr2018

CERTIFIED CONCENTRATION

Component Name

ETHYLENE OXIDE
NITROGEN

TRACEABILITY

Traceable To

Scott Reference Standard

APPROVED BY:

Concentration
{Moles)

1,000. PPM
BALANCE

Customer

ECSI, INC
PO BOX 848
SAN CLEMENTE, CA 92672 '{

Accuracy
{+/-%)

5

DATE: 4-18-16




SPECIFICATIONS ' Blend Certified

Requested Certified Tolerance Accuracy
Concentration Concentration Result Result
Component Name {Moles) {Moles) {(+/- %) {+/- %)
ETHYLENE OXIDE 1,000. PEM_ 1,00C. PEM .0 5.00
WITROGEN BAL BAL

TRACEABILITY

Traceahle To
Scott Reference Standard

PHYSICAL PROPERTIES

Cylinder Size: CL Pressure: 1300 PSIG Valve Connection: CGA 350
Expiration Date: 18Apr2018 :

SPECIAL HANDLING INSTRUCTIONS

Do not use or store cylinder at or below the stated dew point temperature. Possible condensation of heavier
components could result. I[n the event the cylinder has been exposed to temperatures at or below the dew
point, place cylinder in heated area for 24 hours and then roll cylinder for 15 minutes to re-mix.

Use of calibration standards at or below dew point temperature may result in calibration error.

COMMENTS

Page 2 of 2




CERTIFIED WORKING CLASS
Single-Certified Calibration Standard |

Scott Specialty Gases

¥ 00 CAJON BLVD., SAN BERNARDINO, CA 92411 Phone: 909-887-2571 Fax: 809-887-0549

CERTIFICATE OF ACCURACY: Certified Working Class Calibration Standard

Product Information ' Customer
Project No.: 02-57164-006

Item No.: 02020001340TCL ECSI, INC
P.O. No.: vBL-D.KREMER . : PO BOX 848

- SAN CLEMENTE, CA 92672
Cylinder Number: CLMOO5787

Cylinder Size: CL

Certification Date: 18Apr2016

CERTIFIED CONCENTRATION

Concentration Accuracy
Component Name {Moles) : {+/-%)
ETHYLENE OXIDE 10,080. PPM 5 -
NITROGEN BALANCE"

TRACEABILITY

Traceable To'

Scott Reference Standard

‘ g
[l “ -
APPROVED BY: j b W? DATE: 4-18-18
BEM /

Page 1of 2
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SPECIFICATIONS ' . Blend Certified

Requested Certified Tolerance Accuracy
Concentration Concentration Result Result
Component Nama, {Moles} {Moles] {(+/- %} {+/- %)
ETHYLENE OXTDE 1C,000. PEM 10,080, PEM - .8 5.00
NITROGEN BAL ‘ BAL
TRACEABILITY

Traceable To
Scott Reference Standard

PHYSICAL PROPERTIES

Cylinder Size: CL Pressure: 800 PSIG Valve Connection: CGA 350
Expiration Date: 18Apr2018

SPECIAL HANDLING INSTRUCTIONS

Do not use or store cylinder at or below the stated dew point temperature. Possible condensation of heavier
components could result. In the event the cylinder has been exposed to temperatures at or below the dew
point, place cylinder in heated area for 24 hours and then roll cylinder for 15 minutes to re-mix.

Use of calibration standards at or below dew point temperature may result in calibration error.

COMMENTS

Page 2 of 2
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CERTIFICATE OF ANALYSIS

SA25925

e

Customer Name: ECS], Inc. Cylinder Number:
Stock or Analyzer Tag Number: N/A Product Class: Certified Standard
Customer Reference: Verbal- Dan Cylinder - Contents': 28 CF @ 2000 PSI
MESA Reference: 104448 Cylinder-CGA: A006-HP-BR/350
Date of Certification: 4/20/2016 Analysis Method: GC-TCD/FID
Recommended Shelf Life: 2 Years Preparation Method:  Gravimetric
Component Requested Reported
_ Concentration® Concentration™
Ethylene Oxide 50 ppm 48.8 ppm
Nitrogen Balance Balance

S Y
Authorized Signature:- -h-.._-,—Q_Q_Z‘i\_ L?'\ﬁ"'-—"——

b

The (il pressure shown on the COA is as originally quoted. The f%-;ssure measured by the customer may differ from the 111l
pressure originally quoted due to temperature eflects, compressibility of the individual compenents when blended together in the
cylinder. zauge aceuracy or reduction in content volume before shipping as a result ol samples withdrawn for laboratory QC necessary
to snsure product quality,

Unless otherwise stated, concentrations are given in molar units.

Vapor pressure mixes are blended at a sufficiently low pressure so as to eliminate phase separation under most low temperature
conditions encountered during transport or storage. However, it is generally recommended that cylinders containing vapor pressure
restricted mixes be placed on the Noor in a horizontal position and rolled back and forth to improve homogeneily of the gas phase
mixture belore being put into service.

Analytical Gas Standards are prepared and analyzed using combinations of NIST traccable weights. SRM's provided by NIST. or
internal gas standards that have been verified for aceuracy using procedures published by the US-EPA, Pure gases arc analyzed and
certilied For purity using minor compoenent Analytical Gas Standards prepared according 1o the methods specified above. Balances are
calibrated to NIST tesl weights covered by NIST tesl number 822/256175/96. Reference Certification #°s: 163/W, 830/N and 3280,
Calibration methods are in conformance with MIL-STD 45662A.

MESA Specialty Gares & Equipment

division of MESA International Technologes, [nc.
3619 Pendleton Avenue, Suite ¢ Santa Ana, California 92704 ¢ USA
TEL: 714434-7102 # FAX; 714-434-8006 4 E-mail: mail®mesagas.com
Ou-line Catalog at www.mesagas.com

e




